AN SHUTDOWN & DAMPER CLOSING PANEL

FAN /DAMPER#MXL /MXLR PANEL INTERACTIONS
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FAN STATUS (OPERATING/NOT OPERATING)

FAN SHUTOFF SWITCH STATUS <AUTO/OFF)

FAN SHUTOFF SWITCH OPERATED

FIRE/SMOKE DAMPER SWITCH STATUS (NORMAL/CLOSED

FIRE/SMOKE DAMPER SWITCH OPERATED

FAN/DAMPER PANEL POWER NORMAL

FAN/DAMPER PANEL POWER FAILURE

FAN/DAMPER PANEL SYSTEM FAULT
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